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PATIENT, NEG.
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(E) ZONE CABINET
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EAST AND SOUTH WING

PL103

1/8"=1'-0"

 1/8" = 1'-0"

PLUMBING FLOOR PLAN - MEDICAL GAS - EAST WING

 1/8" = 1'-0"

PLUMBING FLOOR PLAN - MEDICAL GAS - SOUTH WING

GENERAL NOTES

 SEE SHEET PL001 FOR GENERAL PLUMBING NOTES.

PLUMBING SYMBOLS

SEE SHEET PL001 PLUMBING SYMBOLS.

PLAN

NORTH

KEY PLAN

SHEET KEYNOTES

INSTALL NEW AIR FLOWMETER, OXYGEN FLOWMETER & VACUUM

PRESSURE REGULATOR IN PATIENT ROOMS FOR CONNECTION TO

CENTRAL PIPED SYSTEM. EACH PATIENT ROOM HEAD WALL SYSTEM

WILL HAVE (2) MEDICAL AIR OUTLETS, (2) VACUUM OUTLETS AND (2)

OXYGEN OUTLETS. TIE INTO EXISTING SERVICE PIPING AND REUSE AS

MUCH AS POSSIBLE. ALL PIPE DROPS FROM BRANCH LINES SHALL BE

1/2" DIAMETER.

PROVIDE NEW ZONE VALVE BOX IN WALL, AS SHOWN. RECONNECT NEW

SERVICE PIPING TO EXISTING APPROXIMATELY AS SHOWN.

PROVIDE MEDICAL ELECTRONIC GAS ALARM PANEL AT NURSE STATION.

PROVIDE ALARM PANEL WITH  LCD READOUT INDICATING A (SOUTH

WING) ZONE LOW, HIGH AND NORMAL OPERATING LEVELS FOR OXYGEN,

VACUUM AND MEDICAL AIR. COORDINATE INSTALLATION WITH

ELECTRICAL FLOOR PLANS AND REFER TO PLUMBING SPECIFICATIONS

22 62 00 AND 22 63 00.
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